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MUELLER CENTURION 28"X30" METER BOX ASSEMBLY
SERIES 250 A—421 . . AS MANUFACTURED BY EAST
IMPROVED TYPE FIRE WORD "WATER™ ON COVER JORDAN IRON WORKS, PRODUCT
HYDRANT NUMBER 32143001A14, OR
IF_VALVE BOX IS NOT WMTHIN PAVED PPRO
AREA, PROVIDE CONCRETE COLLAR A VD EQUAL
\\,\\'\\}\\’\\/‘ OV R W c |nlo
KEEP WEEP HOLES ’\\Z\\/ﬁx\ﬁﬁ\\ : SOOI RO 2 Ej
CLEAR OF CONCRETE RN TWO PIECE VALVE BOX 2 1z(=
FORD 70 SERIES COPPERSETTER FORD 70 SERIES s 212
3 CU. FT. OF GRANULAR 6" GATE VALVE MODEL NO. W76—18HB—11—66~NL COPPERSETTER MODEL 2 (2|2
BACKFILL AROUND EACH She \ NO. W77-18HB—11—77-NL e 22
WEEP HOLE COMPRESSION NS 13
FITTINGS AS REQUIRED H
FORD MODEL 70 CONNECT TO FORD MODEL: e[
c84—66 EXISTING HOUSE c84-77
COUPLING SERVICE PIPE 3o poy yETHYLENE TUBING SHALL COUPLING
BE PHILLIPS SERIES 8600, SDR 8 m—1
BENDS 9.33, DRISCO PIPE
IF REQUIRED ‘Z‘R%uﬂk COMPRESS/ON wn
FITTINGS AS REQUIRED -
TYLER VALVE BOX BACKFILL 70 CONNECT TO
MODEL NO. 5625 (TF) EXISTION HOUSE Zz
SERVICE PIPE Lol
= ¢
NOTES: FORD MODEL C84—77 L °
1. ALL VALVES AND HYDRANTS SHALL BE SET IN TRUE VERTICAL POSITION. PLING w > 5
2. FIRE HYDRANT ASSEMBLY INCLUDES HYDRANT, ALL FITTINGS, VALVE, VALVE 1 1/2" SERVICE METER 2" SERVICE METER o0 S
BOX, PIPE TO MAIN LINE, AND CONCRETE FOR COLLAR AND BLOCKING. € x £
3. ALL PIPE TO BE 6" DUCTILE IRON FROM MAIN TO HYDRANT WMITH SWIVEL 'S »
OR RESTRAINED MECHANICAL JOINTS. g o c
- SERVICE SADDLE SHALL BE SMITH—BLAIR > o
4. HYDRANT SHALL BE OF THE DRY BARREL TYPE AND SHALL HAVE 2 2—1/2 2 ut
> MODEL 317 DOUBLE STRAP-STAINLESS Y =
HOSE NOZZLES AND 1 4—1/2" PUMPER NOZZLE. e iR iR G PE 2" ¥ CLOSE 2" STOCKMAN MODEL o (@]
5. LATERAL PIPE AND VALVE TO BE INCLUDED IN FIRE HYDRANT BID ITEM. INSTALL SMITH-BLAIR MODEL 313 BRASS MIPPLE NO. B103 GATE VALVE NOTE: "
IRON—-DOUBLE BALE. METERS UP TO 2" IN SIZE WILL BE 'E > ~
SUPPLIED BY THE CITY OF FORT SMITH. s W —
O
FIRE HYDRANT ASSEMBLY 11/2" AND 2" SERVICE METER 'g E =
N.T.S. N.T.S. c >
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5/8" 3/4", AND 1° SERVICE METER SCHEDULE ;
SERVICE SERVICE TUBING METER BOX PVC, SDR—-26
SERVICE SADDLE | CORPORATION STOP | (PHILLIPS SERIES 8600, (FORD YOKEBOX ENCASEMENT PIPE
SIZE TAP (FORD MODEL NO.) | SDR 9.33, DRISCO PIPE) MODEL NO.)
SIZE SIZE
5/8" SERVICE ” F-1000—4—G 1" LYLBB144—C13745-004—NL* W/ A14 FITTING 2" ’ -
3/4” SERVICE 7" F-1000—4—G 1" LYLBB144—C13745-004—NL* W/ A34 FITTING 2" B %4
1 SERVICE 7" F—1000—4—G 7" LYLBB144—C13745-004—NL* 2" H o z
* NOTE: FOR AN EXISTING SERVICE, METER BOX SHALL BE FORD LYLBB144—C13745—003—NL, PI=h
WTH FITTINGS AS LISTED IN THE TABLE, UNLESS DIRECTED OTHERWISE BY ENGINEER. o g«
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| 2 METER BOX SHALL BE FORD YOKEBOX. o g 2
SERVICE TUBING SHALL BE s - “ - ¥ o
PHILLIPS SERIES 8600, SDR N NN\ EXIST. STREET \—EXIST. CURS : 5/8" AND 3/4" SERVICES SHALL _ .8 x
9.33 DRISCO PIPE. SIZE OF g SURFACE INCLUDE A 4% POLYSTYRENE RISER o ()] g c E
PIPE AS NOTED ON PLAN. N 2o
COMPRESSION FITTINGS AS | | (@) <,
REQUIRED TO CONNECT TO | 90" BEND L o < <
EXISTING HOUSE SERVICE ; COMPRESSION FITTINGS AS c - N
PIPE REQUIRED TO CONNECT TO 18" NIPPLES L..—- §<£ ‘T
/ EXISTING HOUSE SERVICE - =
20 T PVG, (SCH 40) OR POLYETHLENE, (SDR-26) CASING Zourr e Og £2E3
PIPE INSTALLED BY BORING OR BY JACKING. IF SERVICE o 5VR
TUBING IS TO BE INSTALLED BY OPEN CUT, THE TRENCHING, >|_— c 6t
BEDDING, AND BACKFILLING SHALL BE THE SAME AS FOR — S
T ST L BE WATER MAIN PIPE CROSSING FOR STREETS. NOTES: ocooR«-3
1. ALL FITTINGS SHALL BE RESTRAINED JOINTS. Lﬁ © °
2. SEE DETAIL W.2.1 FOR FIRE HYDRANT AND S
VALVE CONNECTION DETAIL INFORMATION. 2
SERVICE SADDLE SHALL BE SMITH—BLAIR o

MODEL 317 DOUBLE—STRAP STAINLESS STEEL.
FOR ASBESTOS CEMENT PIPE, INSTALL

SMITH—BLAIR MODEL 313 DOUBLE BALE—IRON.
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